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KEYED PLAN NOTES:
(O 2¥%" CHS AND CHR DROP TO COOLING COIL ON 11—AHU-1.
(@ 3—WAY CONTROL VALVE AT THIS UNIT.
3 1%2" HWS AND HWR RISER UP TO LEVELS 1 AND 2.
(#) CONNECT NEW 1%2" HWS AND HWR TO EXISTING RISER AT THIS LOCATION.
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® 1" LPR ROUTED IN PIPE BASEMENT BELOW. CONNECT TO EXISTING STEAM CONDENSATE
RETURN LINE IN PIPE BASEMENT OF ADEQUATE SIZE, IN THIS AREA..

(6 2" MPS DROP TO PREHEAT COIL ON 11—AHU-1. 1" LPR DOWN THROUGH FLOOR
TO PIPE BASEMENT BELOW. CONNECT TO EXISTING LPR LINE IN PIPIE BASEMENT.
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